[Substantiation of the tactics of short-wave ultraviolet irradiation of the air in hospital premises].
It has been found out, that the level of microbic dissemination of the air of premises for the treatment of children increases 3-10 times following carrying out various functional activities in them. To reduce air contamination it is reasonable to use irradiation of bactericidal lamps of DB 30-1 type with specific power of 1.5 W/m3 for the first 20 min. after the work has been fulfilled in the premises.